Numerical simulation on R245fa condensation inside an inner diameter of 8 mm horizontal tube is researched in this paper. The effect of variation in velocity, condensation temperature and superheat of inlet steam and variation in cooling water temperature on heat transfer coefficient are investigated as a parametric study. Condensation process of steam has been successfully modeled by applying a user defined function (UDF) added to the commercial computational fluid dynamics (CFD) package. By analyzing the corresponding condensate contours and the curves of local heat transfer coefficient, the relationships between condensation heat transfer coefficient and various parameters of R245fa inside horizontal tube are obtained. It shows that the heat transfer coefficient increases by the increase in velocity, condensation temperature and superheat of inlet steam and the decrease in cooling water temperature. The errors between the heat transfer coefficient of simulation result and model of Wang and Shah are within ±30%. The parametric study will provide the basis for designing efficient heat exchangers of R245fa.
Introduction
Under the dual pressures of energy and environmental issues, developing environmentally friendly refrigerant becomes one of the three major issues facing the refrigeration and air conditioning industry. In recent years, R245fa is an environmentally friendly substituted refrigerant, which is researched by international experts. It has characteristics of excellent thermal resistance, low toxicity, no chlorine, and no damaging effects on the ozone layer. And comparing with R134a, it has a lower pressure level [1] . It is more stable used in some specific situations. As a working fluid of high critical temperature among the zero ODP refrigerants, R245fa represents a substitute for R123 and R11 used in high temperature heat pumps, in jet-pump refrigerators, in centrifugal chillers and in heat recovery power cycles [2] . And R245fa shows high power-generating ability and high economical efficiency in the low-temperature range [3] . R245fa as working fluid in the low-temperature solar power rankine cycle system is feasible and the performance is acceptable [4] . Eames's experiment [5] results demonstrate that low-grade heat can be used to drive efficient jet-pump refrigeration systems, using R245fa as their working fluid, for high temperature applications, such as air conditioning.
It is very important to research the heat transfer characteristics of refrigerants R245fa. Zou et al. [6] used R245fa, R134a, R410A, and R32 to explore the effects of fluid properties on refrigerant distribution in the vertical header of a reversible micro-channel heat exchanger. By comparing the results of experiments, R245fa was found to the best distribution. It is because of the low steam density and high liquid density of R245fa. Many scholars have studied the flow boiling heat transfer of R245fa. In Vakili-Farahani et al.'s experiment [7] with refrigerants R1234ze and R245fa, the heat transfer coefficient increases with rising of saturated temperature, heat flux and mass flux. Tibiriçá et al. [8] did experiment in a horizontal 2.3 mm I.D. stainless steel tube utilizing working fluids R134a and R245fa. It was concluded that the heat transfer coefficient was related to heat flux, mass velocity and quality. Ong et al. [9] , Pike-Wilson et al. [10] and Agostini et al. [11] researched on the flow boiling patterns, pressure drop and heat transfer characteristic of R245fa in a tube. Researching on condensation heat transfer inside tubes is another important aspect of heat transfer characteristics, and the literature on condensation of R245fa is few.
In this paper, condensation heat transfer is simulated by using the commercial software CFD, VOF model and UDF (User-Defined Functions). Numerical simulation on R245fa steam condensing in the inner diameter of 8 mm horizontal tube and analysis is conducted in terms of steam flow rate, cooling water temperature, condensation temperature and superheat. By analyzing the corresponding condensate contours and the curves of local heat transfer coefficient, the relationships between condensation heat transfer coefficient and various parameters inside horizontal tube are obtained. It can provide the basis for designing efficient heat exchangers of R245fa.
Numerical Methodology
A horizontal tube with inner diameter of 8 mm, length 500 mm is considered. And the model coordinates is shown in Figure 1 . The origin of the coordinate system is at the center of the interface, the pipe longitudinal direction of the X-axis, the vertical direction for the Z-axis, the influence of gravity is considered in the simulation, and the acceleration of gravity is 9.806 N/kg, the Z-axis is parallel to direction of gravity.
According to pipe geometry, the model is meshed by size of 1 mm using ring hexahedral structured grid. The refrigerant flows into the pipe, and condensation occurs when it comes across the colder wall surface.
The condensation film attached to the wall, and the vapor is in the central area of pipe. Considering the impact of the boundary layer near the wall, Boundary layer near the wall is meshed, and the initial boundary layer mesh size is 0.2 mm, growth ratio of 1.2, the boundary layer mesh layers of 6. The meshing results are shown in Figure 2 and Figure 3 . Figure 4 is a simplified schematic diagram of the simulated section of the tube and boundary conditions, Inlet and outlet boundary condition are set to velocity-inlet and outflow respectively. And constant temperature of the pipe wall is also set.
Many researchers apply VOF model to go on investigation of two phase flow. Such as literature [12] - [14] using it to study boiling and literature [15] [16] using it to research condensation. In this paper, using commercial software Fluent 14.0, multiphase flow model chooses VOF model, calculating as follows within controlling cell.
Within each cell, the volume fraction of phases is 1 for gas-liquid two-phase flow, and as the presence of the following formula:
Density ρ within each cell, the thermal conductivity λ, the dynamic viscosity μ and thermodynamic energy E are calculated as follows: ( )
And continuity equation, momentum equation and energy equation can be expressed as follows:
In the present CFD model, the liquid evaporation and vapor condensation effects can be considered by incor-porating mass and energy sources into the continuity and energy equations, respectively. The source term for the energy equation can be obtained by multiplying the rate of mass transfer by the latent heat. In a CFD simulation, the source terms act on the whole fluid domain, so the phase change effect both at liquid surface and in the bulk region can be considered simultaneously. All of the source terms are driven by the cell temperature, T, and implemented via customized UDF. Based on the following temperature regimes, the mass transfer can be described as follows [17] : If
Using the k-ε turbulence model, the formats of simulation variables to select are shown in Table 1 , and the convergence criterion of control equations are shown in Table 2 .
Results and Discussion
Refrigerants R245fa inlet steam is saturated, the condensation temperature is 314 K, the wall temperature is 293 K, and the inlet steam flow rate is 6 m/s, 10 m/s, 14 m/s and 18 m/s respectively. The changes of film thickness of the inner tube and heat transfer coefficient are shown in Figure 5 .
From above curves, it is concluded that the local heat transfer coefficient increased, the thickness of condensate film decreased and the rate of increase of condensation film thickness slow down, as the inlet steam flow rate increases. And condensation heat transfer coefficient changes dramatically, when refrigerant steam flows into tube. At the Steam flow rate of 6 m/s, condensate begins to increase rapidly in 0.3 m at growth gradually accelerated. As the flow rate increases, the changing rate of local heat transfer coefficient increases. The faster steam flow rate, the stronger the shear is, the more slowly the condensation film thickness increases. The inlet velocity is 10 m/s, and the contours of liquid volume fraction are shown in Figure 6 and Figure 7 , respectively. The surface heat transfer coefficient is shown in Figure 8 . The surface heat transfer coefficient increases at first and then decreases, therefore there is a maximum, and the rate of increase becomes faster close to the entrance of steam. It can be interpret as part of the steam condensed to form droplets at the inlet; with the process of condensation, droplets become larger, increasing the heat transfer area. Then the droplets become liquid film, film formation increases heat resistance, making the heat transfer coefficient decreases.
As shown in Figure 7 and Figure 8 , because the steam temperature is higher than that of pipe wall, the steam condenses on the wall. With the working fluid flowing and the occurrence of condensation, the film thickness increased along direction of flowing. Due to gravity, most of liquid accumulates in the bottom of the pipe. The condensation heat transfer coefficient changed dramatically as refrigerant steam flowed into tube. Then, the heat transfer coefficient reduced, the heat transfer coefficient is further reduced quickly at the position of about 0.3 m. Refrigerants R245fa inlet steam is saturated, the inlet steam flow rate is 10 m/s, the condensation temperature is 314 K, and the wall temperature was 288 K, 291 K, 293 K and 295 K respectively. The changes of film thickness of the inner tube and heat transfer coefficient are shown in Figure 9 . The lower the temperature of the tube wall, the great heat transfer coefficient is, the more condensed liquid is. Analysis of the causes is that the lower tube wall temperature, the greater heat temperature difference, and the larger condensation heat transfer. Condensate begins to increase rapidly at 0.3 m and the thickening rate of film increased, heat transfer coefficient decreases rapidly.
Refrigerants R245fa inlet steam is saturated, the inlet steam flow rate is 10 m/s, the wall temperature is 293 K, and the condensation temperature is 308 K, 313 K and 318 K, respectively. The changes of film thickness of the inner tube and heat transfer coefficient are shown in Figure 10 .
Changes of the film thickness and heat transfer coefficient along tube are similar to the cooling water temperature trends under condensation temperatures. The larger the heat transfer coefficient, the thicker the condensation film. The rate of condensation film changing become fast with the rising of condensation temperature. These can be expressed as the higher condensation temperature, the greater the temperature difference, there is a growing rate of condensation. That condensate begins to increase rapidly at 0.3 m and the rate of increase gradually accelerated can also be obtained.
Refrigerants R245fa inlet steam is superheated with 1 K, 5 K, 10 K and 15 K. The inlet steam flow rate is 10 m/s, the wall temperature is 293 K, and the condensation temperature is 314 K, respectively. The changes of film thickness and heat transfer coefficient are shown in Figure 11 .
When the superheat increases, the heat transfer coefficient becomes larger and the amount of condensate reduces. Superheat temperature difference leads to heat transfer coefficient increasing, but the amount needed for the cold steam condensation increases. Film thickness starts to increase rapidly at 0.3 m, the growth rate increases gradually, and the curve of corresponding heat transfer coefficient has the tendency to decline rapidly.
As the inlet steam flow rateis 10 m/s, the wall temperature is 293 K, and condensation temperature is 308 K, the errors between the heat transfer coefficient of simulation result and model of Wang [18] and Shah [19] are within ±30%.
Conclusions
By simulation on the process of R245fa condensing inside a horizontal tube and analysis of simulation results, various parameters have great influences on the condensation heat transfer coefficient. The simulation results show that when the inner diameter of tube is 8 mm, the heat transfer coefficient and film thickness have significant changes after the position of 0.3 m. Considering the changes of film thickness and heat transfer coefficient under different conditions, some relevant measures can be taken to reduce the film thickness at about 0.4 m and to enhance heat transfer in this case. The changing regulars of film thickness and heat transfer coefficient in different diameter can be got by using the similar method of simulation in the paper. Then, the position can be obtained to enhance heat transfer. And it can provide the basis for designing efficient heat exchangers of R245fa.
By comparing the different factors on the condensation heat transfer, it can be seen that the ways of influences of cooling water temperature, condensing temperature and steam flow rate on the condensation heat transfer are different. The increasing of team flow rate results in enhanced shear, and condensation film is not stable in the presence of the tube, so film thickness reduces, and heat transfer coefficient increases. The wall temperature decreases or condensing temperature rises, and the temperature difference increases, so that the heat transfer coefficient increases. The heat transfer coefficient of simulation results is close to the model of Wang and Shah. Thus, the model and method of simulation are suitable for process of condensation.
